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see Note 1 for Type SC3A

PHOTOELECTRIC UNIT
\/

POST MILES

Oist TOTAL PROJECT

COUNTY ROUTE

SHEET] TOTAL
No. |SHEETS
A A ‘

REGISTERED ELéTR %AL ENGINEER

October 30, 2015

PLANS APPROVAL DATE
THE STATE OF CALIFORMIA OF ITS OFFICERS
0/7 AG[NB‘ SHALZ NOT BE RESPONSIBLE FOR
ETENESS OF SCANNED
L‘OPIES Of WIS PLAN SHEET.

TO ACCOMPANY PLANS DATED

PHOTOELECTRIC UNIT
\/

For 480 V unswitched circuits

15 A, TEST SWITCH

_______ 1 NEMA 3R
I/ ENCLOSURE
TO LIGHTING FIXTURES

120/240 V I

TRANSFORMER
1 A, FUSE

dsl-S3 dSH NV1d AQHVANVLS d3SIA3H 0102

STATE OF CALIFORNIA
DEPARTMENT OF TRANSPORTATION

ELECTRICAL SYSTEMS
(LIGHTING AND SIGN
ILLUMINATION CONTROL)

NO SCALE

RSP ES-15D DATED OCTOBER 30, 2015 SUPERSEDES STANDARD PLAN ES-15D DATED
MAY 20, 2011 - PAGE 499 OF THE STANDARD PLANS BOOK DATED 2010.

[REVISED STANDARD PLAN RSP ES-15D

8-20-15




